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NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 24,000 LBS.
2. 8" DETECTOR CHECK VALVE w/OS&Y GATE VALVES & METERED BYPASS
3. DOMESTIC & BYPASS METERS SUPPLIED BY CCUSA FOR INSTALLATION BY VAULT MANUFACTURER
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