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NOTES:

1. VAULT SHIPPED IN SECTIONS TO BE ASSEMBLED BY THE CONTRACTOR w/HEAVIEST LIFT APPROX. 29,000 LBS.

2. 8" AMES 1000SS SINGLE CHECK DETECTOR VALVE w/METERED BYPASS

3. 2" BADGER COMPOUND METER w/REMOTE DISPLAY MOUNTED IN FORD METER SETTER #VBHH77-12B-11-77
(BALL VALVE IN; DUAL CHECK OUT) REMOTE DISPLAY MOUNTED BELOW ACCESS HATCH (GALLONS REGISTER)

CLEAR FI_OW BY SCALE: NONE | DATE: 2005 DWG: DC8x2—PULASKI CO

PULASKI COUNTY
8" DCV VAULT w/2" DOMESTIC SERVICE




