140

10" DDC w/ .
i 10" MEGA—
0S&Y GATE VALVES FLANGEA
10" DIP
5 FIRE SERVICE
NS OUT e
N / a¥)
% 7 .
/ y
5 10" DIP of T s i /6 DRAIN = Q
N SUPPLY o & —
IN o ™~ » w0
= ~~4” UL/FM &
¥, CHECK VALVE
w/BALL DRIP
1 —x
\ N
6" DOMESTIC ;
THE AR
Gi:.| SUPPLY OUT ..
6" NRS/ 6" FCA. 6" METER
GATE VAVE
(TYP OF 3)
4"x21/2°x21/2
’/SIAMESE CONNECTION
30" x 48” WATERTIGHT
ACCESS HATCH R —
(WIR—3048 )
)\ =
» T . .. T T T . .ttt ci L T,
o) - 5,000 PSI
ALUMINUM |.* ] REINFORCED
ACCESS [.- .l CONCRETE
%  LADDER— y L
& s
o —~L .t
= i '. -~ ‘. A 12”
o 12 ] 10 HH E g
) I [ N )
) Y
A B III". "o+ V7 I
. 7 6" NRS——> [
™~ » GATE VALVE o :
N 18 1|/ ©" TURNED 45° -
Y s )
& I 1 —_— - —F4 —
i) BN AN N RN N N N RN _4 S
f 68" BYPASS
PVC SHIMS AS
REQUIRED (TYP)
NOTES:
1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 40,000 LBS
2. 10" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/TOUCHREAD
3. 6" METER AS REQUIRED BY LOCALITY
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