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NOTES:

1. CLEAR FLOW VAULT SHIPPED ASSEMBLED WITH HEAVIEST LIFT APPROXIMATELY 18,000 LBS.
2. 4" AMES 3000SS DOUBLE CHECK DETECTOR ASSEMBLY w/METERED BYPASS & TOUCHREAD
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4" DDC VAULT
w/FIRE DEPT. CONNECTION




