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NOTES:

CLEAR FLOW VAULT SHIPPED IN SECTIONS TO BE ASSEMBLED BY THE CONTRACTOR. HEAVIEST LIFT APPROXIMATELY 42,000 LBS.
CLEAR FLOW TO POUR CONCRETE FILL AFTER VAULT IS SET AND APPROVED BY MUNICIPALITY. CONTRACTOR IS

RESPONSIBLE FOR CRANE TO POUR FILL AND TO SET TOP LID. ALL AREAS UNDER & AROUND FLUME & INLET/OUTLET
PIPING TO BE FILLED WITH CONCRETE UP TO FLOOR LEVEL. FLOOR SLOPED TO FLUME.

BOOTS PROVIDED TO ATTACH 20" PVC PIPE (21 1/2" O.D.) TO FRP FLUME END ADAPTERS AND PIPE TO VAULT AT WALL
OPEN CHANNEL FLOW METER w/ULTRASONIC SENSOR & CHART RECORDER PROVIDED LOOSE FOR INSTALLATION BY OTHERS.
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