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SECTION VIEW

1. CLEAR FLOW VAULT SHIPPED IN SECTIONS TO BE ASSEMBLED BY THE CONTRACTOR
2. HEAVIEST LIFT APPROXIMATELY 40,000 LBS.
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CLEAR FLOW &y SCALE: NONE

DATE:

7/13/98

DWG: FLUME—9 WITH BUILDING

SEWAGE METERING STATION

9" FLUME VAULT w/EQUPMENT BULDING




