BUILDING WALL EXHAUST FAN

w/DAMPER
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1. CLEAR FLOW BULDING SET ON TURNED-DOWN SLAB. GRAVEL PAD TO BE PREPARED BY THE CONTRACTOR.

2. BUILDING TO HAVE FAUX RED BRICK FINISH

3. EXHAUST FAN WITH GRAVITY ACTUATED DAMPER - INTERLOCKED w/INTAKE LOUVER & FAN. EXHAUST FAN CONTROLLED BY WALL MOUNTED SWITCH.
4. ELECTRICALLY ACTUATED INTAKE LOUVER INTERLOCKED WITH EXHAUST FAN.
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