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SECTION VIEW
NOTES:

1. LIFT STATION SHPPED ASSEMBLED WEIGHING APPROXMATELY 29,000 LBS.
2. CONTROL PANEL SHPPED SEPARATELY FOR HOOK—UP & INSTALLATION BY
THE CONTRACTOR
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